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Pool/Spa Addition and Remodel

A1.00

This project will comply with the California Residential Code.
The 2019 Edition of the California Residential Code (CRC), 2019
California Mechanical Code (CMC), 2019 California Plumbing
Code (CPC), 2019 California Electrical Code (CEC), 2019
California Fire Code, 2019 California Energy Code, State Codes
and Hope Ranch requirements.

Scope of Work
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Pool Plan and DetailsA2.02

AREA OF WORK

AREA OF WORK

Existing Site Plan
1/16" = 1'-0"

(e) Deck

Remove an existing 211 sf deck and replace with a new small pool /  spa and deck.
Install new equipment: gas line, electrical subpanel, disconnect, pump, filters and
heater.
Construct new fence around three sides of the equipment.
Pool to have a automatic pool cover.

(e) Gas Meter

(e) Service

(e) 2" Gas Line

(e) Elec. Meter and Main Panel

ElevationsA3.01

NotesS O.1

General DetailsS 1.1

Foundation PlanS 2

DetailsSD 1.1

SectionsSD 2.1

Soils ReportSR 1

SITE

General Notes

Pool Safety Measures

1. An approved safety pool cover will be installed.  Cover must be ASTM F1346-91
compliant automatic pool cover and comply with the following:

a. Cover will hold a weight of at least 485#.
b. Cover will pass perimeter deflection tests for entry or entrapment between 

cover and the side of the pool.
c. Cover to pass a surface drainage test to safeguard against a dangerous amount of

water collecting on the cover's surface.
d. Labeling requirements must include basic consumer information such as the

warranty information, the appropriate warnings as described in the standard and
acknowledge the product as a safety cover.

2. Exit alarms will be installed on all doors that provide direct access to the
swimming pool and spa.  The exit alarm will cause either an alarm noise or a
verbal warning such as a repeating notification that "the door to the pool is open".
Exit alarms are required on all doors and windows of this residence that permit
access to the pool area without an enclosure between the pool and the home.  The
exit alarm must make a continuous audible sound when the door or window in
open or ajar.

Site Requirements

1. Provide anti-siphon devices on all unprotected hose bibs on the property.

Existing Gas Meter

Existing 2" gas line

New 2" gas line

400,000 BTU
Pool Heater

80,000 BTU
FAU

115'

40'

POC

Gas Piping System - Single Line Diagram
NTS.

TDL:  145'
480,000 BTU's

1

1

EROSION - SHEET NOTES

1.   Straw wattle dike - 9" x 25'.
2.    10' x 10' concrete and paint washout area.  Sandbag barrier - 2 high with
14 mil heavy duty plastic liner.

EROSION - GENERAL NOTES

a.  It shall be the owners responsibility to maintain control of the entire
construction operations and keep the entire site in compliance with the
Erosion Control Plan.

b.  Contractor shall be responsible for monitoring erosion and sediment
control measured prior, during, and after storm events.  Maintain a file
documenting on-site inspections, problems encountered, corrective actions,
notes and red lined plans showing remedial actions.

c. During the rainy season, all paved areas shall be kept clear of earth,
material and debris.  All earth stockpiles over 1.5 meters squared shall be
covered by a tarp and ringed with straw bales or silt fencing.

d. Facilities shown on this plan are designed to control erosion and sediment
during the rainy season, November 1 to April 15.

Erosion Control
1

1
8-

31
-2

0

Title 24 - Pool and SpaA1.01

1

1

SWMP Requirements

Existing Impervious area to be replaced:  deck, walls and stairs and landings:  208 sf.

New impervious area:
Equipment Area:   Slab: 52 sf.

Footings:  4 sf.
Pool Area: Pool and walls around pool:  121 sf.

Total of  New and Replaced Inpervious Areas:  385 sf

Proposed Removed Impervious Area:
Permeable Pavement deck: 185 sf.

PROPOSED BMP'S
1. Disconnect downspouts.
2. Provide rain barrel at one location.  See A101.
3. Permeable pavers at pool deck.  See details on A202.

Rain Barrel

1

THE OWNER SHALL MAINTAIN AND OPERATE ALL STORM WATER RUNOFF REQUIREMENTS
APPROVED FOR THIS PERMIT IN ACCORDANCE WITH THEIR APPROVED SPECIFICATIONS.

SIGNED:
OWNER

1
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